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Installatian Instructions LIGHTING TECHNOLOGES ©

3-1: BacKup driver (Sold Separately)

Step 1. Ensure powelr is turned off before making any wiring connections
Step 2. Open junction box plate with screwdriver
Step 3. Copnect the BBU input wires to power source per wiring diagram.

Step 4. Close the juriction box plate (Figure 11).
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